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OPERATION CAN BE SELECTED BY THE REMOTE CONTROLLER, SEE MANUAL FOR DETAIL.
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X1M TERMINAL STRIP (CONTROL) IN CASE OF SIMULTANEOUS OPERATION SYSTEM R1T SWITCH BOX (INDOOR)
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DS1__ |SELECTOR SWITCH (MAIN/SUB) 6. SHOW ONLY IN CASE OF PROTECTED PIPES. USE HO7RN-F IN CASE OF NO PROTECTION. o\—
DS2 _ |SELECTOR SWITCH(WIRELESS ADDRESS SET) 7. FOR DETAIL, SEE WIRING DIAGRAM ATTACHED TO OUTDOOR UNIT. =
BS1 PUSH BUTTON (ON/OFF) 8. WHEN CONNECTING THE INPUT WIRES FROM OUTSIDE, FORCED OFF OR ON/OFF CONTROL =
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